
1 PRELIMINARY SETPOINT IS 15 PSIG.

2 FLOW TRANSMITTER

3 ONE TIME ADJUSTMENT OF THIS VALVE PROVIDE
FOR MAJORITY OF FLOW TO PASS THROUGH BEDS
SO AS TO CONSISTENTLY MEET RESISTIVITY
REQUIREMENT.

4 CONNECTION FOR TANK SANITIZATION.

5 CONDUCTIVITY INDICATOR.

1

2

3

5

SHEET KEYNOTES:

L003EL001EL041L039L040L037L040L036L035L040L035L030L032L030L029L027L028L026L025L023L024L021L019L020L018L016L015L016L014L012L013L009L009L008

L004EL004EL045L046L047L042L043L044

L002E

L011

TYPICAL HIGH POINT VENT

FIRST FLOOR

PENTHOUSE / ROOF

ROOF

DRAIN

RO
UNIT

ACTIVATED
CARBON
FILTER

CARTRIDGE
FILTER

FROM COLD SOFT
SYSTEM DIAGRAM
REFER TO P5.1.2

3/4"
1 1/2"

NCNC

1/2"

DI

2

STEEL LIGHT
STAINLESS

TRAP (TYPICAL)

0.2 MICRON
FILTER

UV LIGHT

1 1/2"DI

PP
4

PP
3

RO
1

F
1 F

F
3

UV
1

1/2"

RPBP
4

TK
2

1/2"1/2"

DI

1/2"

1/2"

AT

1 1/2"DI

DI
1

DI
2

DI
3

DI
4

1 1/2"DI 1 1/2"DI 1 1/2"DI 1 1/2"DI 1 1/2"DI

FT

1/2" 1/2"

1/2" 1/2"1/2"1/2" 1/2" 1/2" 1/2"

1/2" 1/2" 1/2" 1/2" 1/2" 1/2"

PHX
1

1/2" 1/2" 1/2" 1/2" 1/2" 1/2" 1/2" 1/2" 1/2" 1/2" 1/2" 1/2" 1/2" 1/2" 1/2" 1/2" 1/2" 1/2" 1/2" 1/2" 1/2"1/2" 1/2"

1/2"

Affiliated
Engineers

Affiliated Engineers, Inc.
5802 Research Park Boulevard
Madison, Wisconsin 53719
Tel 608.238.2616  Fax 608.238.2614

ArgonneArgonneArgonneArgonne
NATIONAL LABORATORY

FACILITY DOCUMENT NUMBER

PROJECT MANAGER

DRAWING TITLE

SEALS AND SIGNATURES

REV. NO. DESCRIPTION BY

SMITHGROUP, INC
35 EAST WACKER
SUITE 2200
CHICAGO, IL 60601
T 312.641.0770
F 312.641.6728
www.smithgroup.com

Pl
ot

 D
at

e:

PROJECT NO

CHECKED

DRAWN

DESIGNED FACILITY
NO(S)

REV. NO.

DWG STATE

CAD NO:

A/E DWG. NO.

A/E CADD FILE

BIND ORDER

PROJECT TITLE ADVANCED PROTEIN
CRYSTALLIZATION FACILITY,
ARGONNE NATIONAL LABORATORY

FMS
Facilities Management Services

DATE -

ANL - JESSE ADAMS

APVD DATE

6/
29

/2
01

2 
11

:5
3:

55
 A

M

DEIONIZED WATER
SYSTEM DIAGRAM

P5.1.4

08541-00

J446-101-W-
04/26/11

SAB

JJG

SAB P5.1.4

P5.1.4

NOT TO SCALE1111
DEIONIZED WATER SYSTEM DIAGRAMDEIONIZED WATER SYSTEM DIAGRAMDEIONIZED WATER SYSTEM DIAGRAMDEIONIZED WATER SYSTEM DIAGRAM

ALTERNATES GENERAL NOTES

ALTERNATE A-3
1. PROVIDE ADDITIONAL PLUMBING CONNECTIONS FOR:

A)  (1) ADDITIONAL GLASSWARE WASHER UNIT IN 
               ROOM L046

B)  (1) ADDITIONAL STERILZER IN ROOM L046
C)  (2) BIO-SAFETY CABINETS IN ROOM CL006C

ALTERNATE A-7
1. PROVIDE PURE WATER (DI) SYSTEM EQUIPMENT AND

PIPING.
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